Department: City of Easton Unit Number: 2012 Make: KME Date:  09/26/17
Municipality: Easton, Pa. GPM Pressure Engine Speed w.nmmm
1504 150 1430 Single
1051 200 1520 Single
750 250 1700 Single
Time | RPM Counter | Tach | Pump Gauge| Test Gauge | Pitot One | Pitot Two | Gated Y/N | HoseDia | Length Pitot 1 |  Pitot2
Start 1055 1.75 | 1.75
0:05 1100 1442 1450 150 150 70 70 Y 3 50
0:10 1105 1440 1450 150 150 70 70 Y 3 50
0:15 1110 1438 1450 150 150 70 70 Y 3 50
0:20 1115 1440 1450 150 150 70 70 Y 3 50
Start 1116 1.75 | 1.75
0:02 1118 1532 1550 165 165 70 70 Y 3 50
0:04 1120 1538 1550 165 165 70 70 Y 3 50
0:06 1122 1538 1550 165 165 70 70 Y 3 50
0:08 1124 1540 1550 165 165 70 70 Y 3 50
0:10 1126 1540 1550 165 165 70 70
Start 1129 2.00 |
0:02 1131 1532 1550 200 200 80 . 3 50
0:04 1133 1532 1550 200 200 80 ¥. 3 50
0:06 1135 1538 1550 200 200 80
0:08 1137 1531 1550 200 200 80
0:10 1139 1532 1550 200 200 80
Start 1140 1.75 |
0:02 1142 1711 1650 250 250 70 XY 3 50
0:04 1144 1718 1650 250 250 70 Y 3 50
0:06 1146 1712 1650 250 250 70
0:08 1148 1710 1650 250 250 68
0:10 1150 1712 1650 250 250 68
Test Stage Min Flow Suction Loss Average Pump Pressure Net Pump Pressure Average Nozzle Pressure | Average Flow Average R.P.M.'s Test
Allowed Allowance Pump Gauge [ Test Gauge Pump Gauge Test Gauge Pitot 1 Pitot 2 G.P.M. Counter Tach Result
100%@ 150 1357.60 0.09734 150.00 150.00 136.00 136.00 70 70 1522.06 N/A 1450.00 Pass
100%@ 165 1357.60 0.09734 165.00 165.00 151.00 151.00 70 70 1522.06 N/A 1550.00 Pags
70%@200 948.70 0.09734 200.00 200.00 193.00 193.00 80 0 1062.63 N/A 1550.00 Pass
moﬁ@mmo 677.00 0.09734 250.00 250.00 246.00 246.00 69.2 0 756.67 N/A 1650.00 Pass

Flow - 29.84 X .97 X nozzle diameter squared X square root of nozzle pressure. If any pump flow is 10% or more below the required flow the pump must be derated to the next pump size.




